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FOFt CONT)NUATION
CONTRO AIR TU ING

INDOOR UNIT SUCTION FIRED

NOTES:
I, FOR LIST OF REFERENCE DRAWINGS
S~’[ DWG NO.IS7002C.

2o [DU~PM~NT FOR UNITS I THRU 4
IS TO S~ IDENTICAL. EXCEPT FOR
PLASMA ~,RC IGNITERS WHICH ARE
TO BE FURNISHED FOR THE LOWFR
BURNER LEVEL OF UNIT I ONLY.
(BSW CONTRACT RB-614)

S. OWNER’S EQUIPMENT COMPONENT
IDEHTIFICATION IS AS INOICATEO (E.G.
40BE) AND+~,~ TO BE PREFIXED AS
FOLLOWS WHERE "X* IS THE ASSOCIATED
UNIT NO. I TRHU ’4.

BURNER "X*~GA-ONk-
FUEL OIL IGNITFR "X’SGI;’-~C-,N-
PLASMA ARC IGNITER "X’SGA-PTL-
FLAME D~TECTOR

4. FIRST DIGIT OF COL
�ORR(BPONOS TO UNIT NUMBER.

UNIT I UNIT ~ UNIT 3 UNIT 4

INTERMOUNTAIN POWER PROJECT
STEAM GENERATOR UNITS 1.2,3 & 4

PROJECT FILE 9255.62.3401
IPA CONTRACT 2010N

ARRANGEMENT
24 DUAL REGISTER

8URNERS
REAR WALL


